








Certification

RECEIVED

Drinking Water Services

Month / Year:  May-23 City of Coquille Daily Chlorine and pH Report 5 ok 2
(=
Chlorine | pH Hours of Operation ~ m. T mea
Day | 2 3 4 5 2 3 4 5 | Reading | PlantHrs | R.C. [River [ 2 2| 2
1 1.0 0.9 1.0 0.9 7.0 7.0 7.0 7.0 701.1 8.8 X 1.37 | 25.0
2 1.2 0.9 0.8 0.8 7.0 7.0 7.0 7.0 709.9 8.4 X 1.37
3 1.1 1.0 0.8 0.7 7.1 7.0 7.0 7.0 718.3 6.4 X 1.38
4 0.9 1.0 1.0 0.8 7.0 7.0 71 7.0 724.7 8.5 X 1.38
5 1.0 1.1 0.4 0.8 7.0 7.0 7.0 7.0 733.0 9.0 X 1.34
6 1.1 1.0 0.9 0.8 7.0 7.0 7.0 7.0 742.2 6.9 X 1.34
7 1.1 1.1 0.9 0.9 7.0 7.0 7.0 7.0 749.1 5.9 X 1.30
8 1.1 0.5 1.0 0.8 7.0 7.0 7.0 7.0 755.0 8.9 X 1.30 | 25.0
9 1.2 1.1 0.8 1.0 7.0 7.0 7.0 7.0 763.9 9.0 X 1.36
10 1.1 1.0 1.1 1.0 7.0 7.0 7.0 7.0 712.7 7.8 X 1.36
11 1.1 0.8 0.7 0.8 7.0 7.0 7.0 7.0 780.7 4.9 X 1.30
12 1.2 1.0 1.1 0.7 7.0 7.0 7.0 7.0 785.6 12.2 X 1.25
13 0.9 1.1 1.1 0.7 7.1 7.0 7.0 7.0 797.8 10.3 X 1.19
14 0.9 1.1 1.1 0.6 7.0 7.0 7.0 7.0 808.1 6.0 X 1.30
15 1.0 0.6 0.4 0.7 7.0 7.0 7.0 7.0 814.1 10.2 X 1.19 15.0
16 1.0 0.9 0.9 1.0 7.0 7.0 70 7.0 824.3 13.1 X 1.20
17 1.4 1.0 0.9 0.8 7.0 7.1 7.0 7.0 837.4 7.0 X 1.28
18 1.1 1.0 0.8 0.9 7.0 7.1 7.0 7.0 844.4 7.8 X 1.23
19 1.0 1.1 0.9 0.6 7.0 7.1 7.1 7.0 852.2 12.6 X 1.20
20 0.9 0.9 0.9 0.9 7.1 7.0 7.0 7.0 864.8 8.3 X 1.24
21 0.9 0.7 0.8 0.9 7.0 7.0 7.0 7.0 873.1 6.7 X 1.31
22 0.8 1.0 0.9 0.3 7.1 7.0 7.1 7.1 879.8 8.2 X 1.13 20.0
23 0.9 1.0 0.8 0.6 7.0 7.1 7.1 7.1 888.0 8.5 X 1.21
24 1.1 0.9 0.9 0.8 7.0 7.4 7.0 7.0 896.5 11.1 X 1.21
25 1.0 0.9 0.7 0.8 7.0 7.0 7.0 Wosil 907.6 6.9 X 1.20
26 1.1 0.9 0.9 0.7 7.0 7.0 7.0 7.0 914.5 10.1 X 1.17
27 1A 0.9 0.9 0.7 7.0 7.0 7.0 7.0 924.6 9.5 X 1.20
28 0.9 0.9 0.9 0.8 7.0 7.0 7.0 7.0 934.1 7.7 X 1.17
29 1.0 0.9 0.9 0.8 7.0 7.0 7.0 7.0 941.8 7.6 X 1.16 | 20.0
30 1.0 0.9 0.8 0.7 7.0 7.1 7.1 7.0 949.4 10.7 X 1.08
31 1.0 0.8 0.6 0.8 7.1 7.0 7.1 7.0 960.1 9.7 X 1.12
Sample Points 268.7
Final Water Tap 16.087 Million Gallons
MGRES n/a  Pounds
Sewage Plant n/a Pounds
n/a Pounds
100  Pounds

2.936 Million Pounds

9.8






